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TC 1. INTRODUCTION

The following instructions must be carefully observed to ensure correct piping connections of Thermokey

ventilated remote condensing units to the refrigerant circuit. These precautions apply to all heat exchangers and
all type of remote condensing units.

The inlet and outlet piping of the ventilated condensing unit must be designed and installed in accordance with
the applicable industrial standards and the guidelines defined in the ASHRAE Handbooks.

At the inlet and outlet connections of the heat exchanger, vibration levels shall not exceed 6 mm/s under any
operating condition. It is recommended to install anti-vibration devices on the piping line between the compressor
and the condenser in order to minimize vibrations and noise.

For further technical information, please visit www.thermokey.com or contact Thermokey Technical Customer
Department.

TC 2. CONDENSING UNITS
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